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POWER PLAN KEYNOTES
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SEE RESPECTIVE PANEL SCHEDULE FOR ADDITIONAL WORK AT EXISTING PANEL.

® G

PROVIDE NEWN PONER OUTLETS FOR IDF. SEE E-l0.] FOR PONER AND LIGHTING WORK IN THIS
AREA,

@ PROVIDE NEN FIRE ALARM DEVICES FOR IDF ROOM. SEE EF-10.| FOR FIRE ALARM WORK IN
THIS AREA.

N

N\

\
R

\\\X\\

=

@ EXISTING
PANEL 'A'

S

Y

A4l — N

WORKROOM—2

-\Tq WORKROOM—1 Iﬂj “
STORAGE / ali

U] CO

SPROTTE/ WATSON

ARCHITECTURE ‘ PLANNING

OFFICE

SIGNAL PLAN KEYNOTES

CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY & JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHAAYS UV.ON. FOR INSTALLATION IN WALLS.

CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETHNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

0 4 g 16’ 24

BUILDING 1 - POWER PLAN

PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-5.3 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

DATA OUTLET WITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION WITH WIRELESS ACCESS POINT INSTALLER.

SEE D/ET-53 FOR LABELING REQUIREMENTS.

@ @0 @ ® O
JOHNSON ELEMENTARY
CAJON VALLEY UNION SCHOOL DISTRICT
500 WEST MADISON AVENUE
EL CAJON, CA 92020

GENERAL NOTES
. SEE DATA RISER DIAGRAM ON ET-13 FOR CABLING DETAILS.

CVUSD IT UPGRADE

2. SUPPORT CATEGORY 6 ¢ AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS
EVERY 4' NHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT
OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL & LIGHTING.

: DATA IN THIS BUILDING SERVED BY IDF~4 %52 DETALL DETS2 CONSULTANT

23 28 cC

24 25| 26| 27
| i I BLDG 3 2
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M N E APPROVALS
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WORKROOM—2 2y 20 |30 | 3 |32 33 34 35|36 | 37| 38
l v | Sl . wor DESCRIPTION
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WORKROOM—1 Iﬂj |
- e N BUILDING 1
| < . . | POWER AND
m : SIGNAL PLANS
| v? \ - ‘ | <
i o ?— ! ! §
EXISTING SURFACE RACENWAY INTO
| ACCESSIBLE CEILING SPACE (TYPICAL) l N DATE
NORTH
.1 MARK FORTIE, RCDD J©B #
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I WIREMOLD INTO PULLBOX (TYPICAL) AT BACKBOARD LOCATION
N \ “
SPNK,

N
/ (2)2" RMC TO CPB-12 ON

@_/ ROOF SEE SHEET E-0.4. N

EXTEND EXISTING AND NEA / PROVIDE 18*5Q.X6"D PULLBOX

~

\y

AN\
-
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I | I
MULTIPURPOSE I | I |
| I |
I | i |
i | [ MULTIPURPOSE i | .
I | | >
pd K L-I—l ;
: SIGNAL PLAN KEYNOTES N> Ay
(1) CATESORY 6 DATA OUTLET. PROVIDE NEW CATEGORY 6 JACKS AND GABLES TO IDF. <C 3,:‘ —Z
i - i UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS. o — O>Q
L (2) CATESORY 6 DATA OUTLET MOUNTED TO HARD LID CEILING DESISNATED FOR WIRELESS @, Z CID < S
| | NETWORK. PROVIDE NEM CATEGORY 6 JACKS AND CABLES TO IDF. Q= 0Zo
! - 5 — EXISTING CONDUIT > A0«
| PATRAAY TO STAGE | (3) PROVIDE NEW FACEPLATES, DEVICE BRACKETS (SURFACE RACEWAY) AND OR DEVICE ) W 00
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS. ) a) .
=<
H\ N\ (4) EXISTING PHONE (BOGEN HANDSET), TO REMAIN. = Z Zz>0
,,,,,,,,,,,,,,,,,,,, X o<
vt ' ; (5) DATA OUTLET MITHIN HEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT. N 9 -~ 6
l( COORDINATE MOUNTING HEIGHT/LOCATION NITH WIRELESS ACCESS POINT INSTALLER. wnvZu l-'g-l .
2 =~
SEE D/ET-53 FOR LABELING REQUIREMENTS. D L
KTICHEN STORAGE | KTICHEN > TORAGE | O > O § S
- 1"
rrrrrrr | | GENERAL NOTES O 3
. SEE DATA RISER DIAGRAM ON ET-3 AND ET-1.4 FOR CABLING DETAILS. g
2. SUPPORT CATEGORY 6 ¢ AUDIONVISUAL CABLING NITH 'J-HOOK' SUPPORTS
e — — — — — — o— — — —— — — o— — — EVERY 4' WHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT
OR CABLE TRAY. MAINTAIN |2" CLEARANCE FROM ELECTRICAL ¢ LIGHTING.
SEE DETAIL D/ET-52.
CONSULTANT
3 24 |25 | |26 || 27 %
.
E APPROVALS
BLDG 5
BLDG 6
i SEEEEEEEIT®] | DESCRIPTION
H aoa BUILDING 2
POWER AND
SIGNAL PLANS
N DATE
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POWER PLAN KEYNOTES

~

@ PROVIDE NEWN PONER OUTLETS FOR MDF. SEE E-|0.| FOR PONER AND LIGHTING WORK IN THIS
AREA,

\y

@ PROVIDE NEN FIRE ALARM DEVICES FOR IDF ROOM. SEE EF-10.| FOR FIRE ALARM WORK IN
THIS AREA.
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/EOMPUTER LAB
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MDF /IDF—0

LIBRAR /7y

EXISTING PANEL A’

BUILDING |
PO RESOURCE ROOM M

PR MECH. DFFICE
, TOILET
W i i i [ ]| [ [ [ | | \w

[ T ]

| OFFICE

SPROTTE/WATSON
ARCHITECTURE | PLANNIN G

|

|

SIGNAL PLAN KEYNOTES

CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHAAYS UON. FOR INSTALLATION IN WALLS.

CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS

0 4 8 6 o4’ NETWORK. PROVIDE NEA CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-B2.

PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE

BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

BUILDING 3 - POWER PLAN

DATA OUTLET NITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION NITH WIRELESS ACCESS POINT INSTALLER.

SEE D/ET-53 FOR LABELING REQUIREMENTS.

@ @6 ©@ ® O

FL CAJON, CA 92020

GENERAL NOTES

|. SEE DATA RISER DIAGRAM ON ET-1.2, ET-1.3, ET-1.4, AND ET-15 FOR CABLING
DETAILS.

JOHNSON ELEMENTARY

CAJON VALLEY UNION SCHOOL DISTRICT
500 WEST MADISON AVENUE

CVUSD IT UPGRADE

2. SUPPORT CATEGORY 6 ¢ AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS
EVERY 4' NHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT OR
CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL & LIGHTING. SEE

DETAIL D/ET-52.
DATA IN THIS BULDING SERVED BY IDF-0
/ CONSULTANT

SEE ARCHITECTURAL PLANS ¢
/ B/ET-22 FOR WORK IN THIS AREA
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P4-35
EXISTING

PROVIDE SURFACE MOWNTED
NIREMOLD BOX AT EXISTING J-BOX

DATA IN THIS BUILDING

AND EXTEND WIREMOLD AS SHOWN
EXISTING I" CONDUIT TO CPB-1
c-6
\

PONWER PLAN KEYNOTES

ARCHITECTURAL PLANS FOR MOUNTING HEIGHT AND ADDITIONAL DETAILS.

BRANCH CIRCUIT.

SEE RESPECTIVE PANEL SCHEDULE FOR ADDITIONAL WORK AT EXISTING PANEL.

CIONONC,

AUDIONISUAL PONER SUPPLY CABINET. SEE DETAIL D/ET-55.

PROVIDE RECEPTACLE FOR WALL MOUNTED PROJECTOR. SEE DETAIL C/ET-55. REFER TO

PROVIDE RECEPTACLE MOUNTED AT +8" AFF FOR LAPTOP CART. PROVIDE DEDICATED

gt
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I I
PANEL 'P4' l l
EXISTING SEE SHEET E-0.4
PANEL KA i | FOR CONTINJATION, x |
N SIGNAL PLAN KEYNOTES
| | @ CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
| |u | UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS.
@ CATEGORY 6 DATA OUTLET MOUNTED ON HARD LID CEILING DESIGNATED FOR WIRELESS
@ TN CPB / . NETWORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
\ ) () PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
K-2 EXISTING I CONPUIT TO CFB-1 2 . ® PROVIDE NEW CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +8" AFF. SEE DETAIL B/ET-55.
N | | 2 N | @ (1) PORT CATEGORY 6 DATA OUTLET AT WALL MOUNTED PROJECTOR DESIGNATED FOR
P4-2461 (TYPICAL) PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.
ROUTE CONDUIT K-2 CONTRACTOR TO COORDINATE EXACT LOCATION WITH WALL MOUNTED PROJECTOR
ALONS EXTERIOR ; | 7 AL ; | MOUNTING PLATE. SEE C/ET-55.
15 Ic.
HALL BELOR NNDORS \4 (5) PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
M BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.
o= = EXISTING SURFACE RACENAY = =
¥ /— REMOUNT EXISTING (6) AVI INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT +i8" AFF. PROVIDE EXTRON
\ [ﬁ/ SURFACE RACENAY BOX 2-6ANG EMB SERIES WALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ B/ET-55 FOR DETAILS.
J] = | o | @ AUDIONISUAL INTERFACE AT WALL MOUNTED PROJECTOR LOCATION. SEE ET-54 & C/ET-55
- JH i j; FOR DETAILS. b
ﬂ | /H l AUDIO YOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45' AFF. |°_‘
! 1 = ” = SEE ET-54 ¢ C/ET-55 FOR DETAILS. E 5> Du
| BOYS . BOTS . @ AUDIONISUAL SPEAKER MOUNTED TO WALL. SEE ET-5.4 AND C/ET-55 FOR DETAILS. < g:ﬁ E %
Ll
= T— = T— EXISTING PHONE (BOGEN HANDSET), TO REMAIN. [a% E 8 <>< §
= © WR © WR @ SEE D/ET-53 FOR LABELING REQUIREMENTS U w L N
T — I M — I Q— z (L,)) O <
o | = | D L 21 @)
' S| |— S| |— = Z0 .
GIRL GIRL b— o<z
| i )
D —
O <
N N N Q253
UH N Z 5 g —
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: i | : i | GENERAL NOTES @, CZ)
! | SEE DATA RISER DIAGRAM ON ET-1.3 FOR CABLING DETAILS. <
| le L {2 L 2. SUPPORT CATEGORY 6 ¢ AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS o
K-1 EVERY 4' NHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT
v OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL & LIGHTING.
EXISTING |" CONDUIT TO CPB-1 SEE DETAIL D/ET-5.2.
2
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SEE ARCHITECTURAL
PLANS ¢ B/ET-25 FOR

WORK IN THIS AREA —k-

X

DATA IN THIS BUILDING SERVED BY IDF-3

/— TRIM WHITEBOARD AS REQUIRED (TYPICAL)

Ine

:kwﬁ'

1

(— )
i DFBE L
L QO Z"EN

EXIS

TING SURFACE RACENAY —/

J‘\ C-Il SEE SHEET E-0.4
FOR CONTINUATION.
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+42"

®

|
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CLASSROOM 14
®

©P
@2

EXISTING SURFACE RACENAY

JANITOR BOYS ROOM

dd

+42|| i
B

GIRLS” ROOM

RSP

| [
EXISTING CONDUIT PATHAAY M 1
TO CABLE TRAY (TYPICAL)

- EXISTING 6'W X 4'D CABLE TRAY

+ * o

M
EXISTING CONDUIT PATHNAY
TO CABLE TRAY (TYPICAL)

SIGNAL PLAN KEYNOTES

@ CATESORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS.

@ CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR NIRELESS
NETHNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

@ (1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
PROVIDE NEN CATEGORY & JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +I8" AFF. SEE DETAIL A/ET-55.

(%) () PORT CATESORY 6 DATA OUTLET AT CEILING MOUNTED PROECTOR DESIGNATED FOR

PROJIECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.
CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR

MOUNTING PLATE. SEE B/ET-55.

@ PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

@ AV!| INTERFACE MOUNTED AT CENTER OF TEACHING NALL AT +8" AFF. PROVIDE EXTRON
2-6AN6 ENB SERIES NALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.

@ AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢

B/ET-55 FOR DETAILS.

AUDIO VOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.
SEE ET-54 ¢ AET-55 FOR DETAILS.

(9) AUDIONVISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

@ DATA OUTLET WNITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION NITH WIRELESS ACCESS POINT INSTALLER.

(12) SEE D/ET-53 FOR LABELING REGUIREMENTS.

GENERAL NOTES (SIEGNAL)

I. SEE DATA RISER DIAGRAM ON ET-13 FOR CABLING DETAILS.

2. SUPPORT CATEGORY 6 & AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS
EVERY 4' KHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT
OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL ¢ LIGHTING.

SEE DETAIL D/ET-52.
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SEE ARCHITECTURAL
PLANS ¢ B/ET-2.4 FOR

NORK IN THIS AREA —&

l(__

| | IDF-2

___

EXISTING SURFACE RACENAY —/

7

/—@ (TYPICAL)

/— TRIM WHITEBOARD AS REQUIRED (TYPICAL)

: DATA IN THIS BUILDING SERVED BY IDF-2

(TYPICAL)
(TYPICAL)

CLASSROOM 15

\ P @/-@ (TYPICAL)
\_InB
AV 2

1

N

N

J\\ C-12 SEE SHEET E-0.4

CLASSROOM 12

FOR CONTINJATION

CLASSROOM 11 CLASSROOM 10

CLASSROOM 9

®

®

O OO O O O T B

+42"§

AV1
EXISTING SURFACE RACENAY :

2

2 |

CLASSROOM 8
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EXISTING SURFACE RACEANAY
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2 2
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. , 2 d?2
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d2- "2 d?2
PO = PV L |
< 2 d?2
| #42' L V942t

EXISTING CONDUIT PATHNAY
TO CABLE TRAY (TYPICAL)

| I
M L EXISTING 6"W X 4'D CABLE TRAY

|1

SIGNAL PLAN KEYNOTES

CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHAAYS U.ON. FOR INSTALLATION IN WALLS.

CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETHNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

(1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE NHITEBOARD.
PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +I8" AFF. SEE DETAIL A/ET-55.

(1) PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PROIECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.

CONTRACTOR TO COORDINATE EXACT LOCATION NITH CEILING MOUNTED PROJECTOR
MOWNTING P LATE. SEE B/ET-55.

PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-5.3 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

AV INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT +8" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES WALL BOX FOR AV INTERFACE. SEE ET-54 ¢ A/ET-B5 FOR DETAILS.

AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢
B/ET-55 FOR DETAILS.

@ Q0 @6 ® ©6O0

AUDIO YOLUE CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.
SEE ET-54 ¢ A/ET-55 FOR DETAILS.

AUDIONISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

DATA OUTLET WNITHIN WNEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION WITH WIRELESS ACCESS POINT INSTALLER.

SEE D/ET-53 FOR LABELING REQUIREMENTS.

® 9®

GENERAL NOTES (SIGNAL)

EXISTING CONDUIT PATHNAY
TO CABLE TRAY (TYPICAL)

~
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l. SEE DATA RISER DIAGRAM ON ET-1.2 FOR CABLING DETAILS.
2. SUPPORT CATEGORY 6 ¢ AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS

KEYPLAN

NTS

EVERY 4' NHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT

OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL ¢ LIGHTING.
SEE DETAIL DET-52.
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SEE ARCHITECTURAL
PLANS ¢ B/ET-23 FOR

NORK IN THIS AREA —x-

——
: IDF—1
F

EXISTING SURFACE RACENAY —/

/—@ (TYPICAL)

: DATA IN THIS BUILDING SERVED BY |DF-|

/— TRIM WHITEBOARD AS REQUIRED (TYPICAL)

(TYPICAL)
(TYPICAL)

CLASSROOM 7/

FOR CONTINUATION
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CLASSROOM b // CLASSROOM 5 CLASSROOM 4
A
® / ® ®
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® P (A ® ® AV
EXISTING SURFACE RACENAY i1 EXISTING SURFACE RACENAY EXISTING SURFACE RACENAY
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42 2
U +42'E
N 32 L |
w EXISTING CONDUIT PATHNAY M | EXISTING 6" X 4'D CABLE TRAY
TO CABLE TRAY (TYPICAL)

P GIRLS' ROOM
| 3

LT A0

SIGNAL PLAN KEYNOTES

@ CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.

UTILIZE EXISTING PATHAAYS U.ON. FOR INSTALLATION IN WALLS.

@ CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETHNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

@ (1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE NHITEBOARD.
PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF

TEACHING WALL AT +I8" AFF. SEE DETAIL A/ET-55.

(%) () PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PRO.ECTOR MONITORING. PROVIDE NEW CATEGORY 6 JACK AND CABLE TO IDF.
CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR

MOWNTING PLATE. SEE B/ET-55.

@ PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-5.3 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

@ AV INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT +8" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES WALL BOX FOR AV INTERFACE. SEE ET-54 ¢ A/ET-B5 FOR DETAILS.

@ AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢

B/ET-55 FOR DETAILS.

AUDIO YOLUE CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.

SEE ET-54 ¢ A/ET-55 FOR DETALS.
(9) AUDIONVISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN,

@ DATA OUTLET WNITHIN WNEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION WITH WIRELESS ACCESS POINT INSTALLER.

(12) SEE D/ET-53 FOR LABELING REQUIREMENTS.

GENERAL NOTES (SIGNAL)
. SEE DATA RISER DIAGRAM ON ET-1.2 FOR CABLING DETAILS.

2. SUPPORT CATEGORY 6 ¢ AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS
EVERY 4' NHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT

OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL ¢ LIGHTING.
SEE DETAIL DET-52.

0 4 g’ 16’

EXISTING CONDUIT PATHNAY
TO CABLE TRAY (TYPICAL)
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EXISTING SURFACE RACENAY —\

CLASSROOM 23

2

@
M@ ©
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N— EXISTING SURFACE RACENAY

B (rricAL) /

CLASSROOM 24

i © i

)

CLASSROOM 25

®

SEE E-0.4 (TYPICAL) —/

NEA 2300 NIREMOLD

IDF-1

EXISTING SURFACE RACENAY

CLASSROOM 28

2

®

EXISTING SURFACE RACENAY

CLASSROOM 26
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9

EXISTING SURFACE RACENAY
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EXISTING SURFACE RACENAY

227427274 0

CLASSROOM 27
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16’

SIGNAL PLAN KEYNOTES

CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHAAYS U.ON. FOR INSTALLATION IN NALLS.

CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIENATED FOR WIRELESS
NETNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

(1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING NALL AT +&" AFF. SEE DETAIL A/ET-55.

() PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.

CONTRACTOR TO COORDINATE EXACT LOCATION NITH CEILING MOUNTED PROJECTOR
MOUNTING PLATE. SEE B/ET-55.

PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

AV INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT +8" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES WALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.

AUDIONIVAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢
B/ET-55 FOR DETAILS.

@ Q0 @ B 06O

AUDIO YOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45* AFF.
SEE ET-5.4 ¢ A/ET-55 FOR DETAILS.

AUDIONIVAL SPEAKER FLUSH IN CEILING TILE. SEE ET-54 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

DATA OUTLET NITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION NITH NIRELESS ACCESS POINT INSTALLER,

(12) SEE D/ET-53 FOR LABELING REGUIREMENTS.

(13) SEE A/ET-56 FOR CABINET INSTALL DETAILS.

SEE DETAIL AET 52 FOR TYPICAL OSP PATHNAY INSTALLATION.

(1) USE EXISTING PATHNAY FOR FIBER FEED FROM MDF. SEE SHEET E-0.4

@E®

GENERAL NOTES
. SEE DATA RISER DIAGRAM ON ET-13 FOR CABLING DETAILS.

2. SUPPORT CATEGORY 6 ¢ AUDIO/NVISUAL CABLING NITH 'J-HOOK' SUPPORTS
EVERY 4' NHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT

OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL ¢ LIGHTING.
SEE DETAIL D/ET-52.

3. USE EXISTING 2" CONDUIT PATHAAYS TO FEED QUTLYING BUILDINGS FROM
MDF ¢ IDF-T.
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_
SIENAL PLAN KEYNOTES = © ///%
@ CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. ////
UTILIZE EXISTING PATHAAYS UON. FOR INSTALLATION IN WALLS. @) Z //////%
CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS —
/ DATA IN THIS BUILDING SERVED BY IDF-5 : DATA IN THIS BUILDING SERVED BY IDF-6 @ NETHORE | PROVIDE R CATEGORY 6 IACKS AND CABLES To Tof - SEE DETALL F/ET 22, n| = /// //
PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF %
Eﬁﬁwﬁ TEACHING WALL AT +18" AFF. SEE DETAIL A/ET-55. < <« % /
EXISTING SURFACE RACENAY — EXISTING SURFACE RACENAY — EXISTING SURFACE RACENAY — EXISTING SURFACE RACENAY — EXISTING SURFACE RACENAY — RACENAY — () () PORT CATEGORY 6 DATA OUTLET AT CEILING MOWNTED PROJECTOR DESISNATED FOR N % %%
| | | PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. ; %/%
(TYPICAL) CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR o /%%
| | | MOUNTING PLATE. SEE B/ET-55. % .
2
J\ J\ J\ J\ J\ J\ @ PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE | 7 %
Y l_x_l_l_lt_l_l_l_ltl_l Y : Y lx_l_l_l_tl_l_l_kl_l_l_l_l_l Y lx_l_l_l_tl_l_l_tl_l_l_l_l_l Y l_l_lﬁ_l_l_tl_l_l_l_l_l Y lx_l_l_x_l_l_t_l BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS. D: %
/
2 2 2 2 2 2 2 2 2 2 2 22 2 2 2 2 /_@ (TrPIcAL (6) AVI INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT 418" AFF. PROVIDE EXTRON =3 .
) /_@ —— 2-6ANG ENB SERIES WALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS. —|
CLASSROOM 29 CLASSROOM 50 CLASSROOM 31 CLASSROOM 32 CLASSROOM 33 CLASSROOM 34 (7) AUIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-5:4 ¢ O 8
| | | B/ET-55 FOR DETAILS. 1
® ® ® ® ® —
| | | AUDIO VOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45' AFF, oC| T
; ; PICAL SEE ET-54 ¢ AET-55 FOR DETAILS. O
/ : @ AUDIO/NVISUAL SPEAKER FLUSH IN CEILING TILE, SEE ET-54 FOR DETAILS. o 0
6 ) (TYPICAL)
® @2 @2 @2 @2 2 EXISTING PHONE (BOGEN HANDSET), TO REMAIN. D <
INB INB INB INB INB
AV2 P{av AV2 p{avi[ AV2 p{avi] AV2 P2V AV2 p{avi[ @ SEE AET-56 FOR CABINET INSTALL DETAILS
® ® | ® ! ® @ ] '
l P P P P ] l @ SEE D/ET-53 FOR LABELING REQUIREMENTS.
| i (®mreA) | (13) USE EXISTING PATHNAY FOR FIBER FEED FROM MDF. SEE SHEET E-0.4.
SEE BELOW FOR
® ® ® ® ® CONTINJATION
|DF_5 LQ~J I.Q E‘QJ EQJ Q‘J\
- SEE D/ET-13 \— -] -] -] -] -
| = s SEE SHEET E-04 . s s s | = \ 7, |
e (TYPICAL) e L s s (TYPICAL)
| ] ;?2 ? | v? ? v % ? | £ % vz I ?\J O I
\—@(m’chL)
l L4 SEE SHEET E-0.4 (TYPICAL) Z L L4 (DG (rrPicAL) / L4 EX. CPB (TYPICAL) l L -
O
— e — s —— o o —— . e o e o o —— e o —— e o —— o —— . — —_— o ——— =
Ll =
CANTE
O >~ 03
< < =&
o = 0>
O & 255
Ll
oSO £
D N 9) S
= Z5 "
— — O<Z
O <
D v >0
D Z 324
DLz -
> Q>3
Z
DATA IN THIS BUILDING SERVED BY IDF-6 CENERAL NOTES O O
: SEE DATA RISER DIAGRAM ON ET-I13 AND ET-1.4 FOR CABLING DETAILS. <
. - - - = = - - - == - = = - = = - = = - = = =) . SUPPORT CATESORY 6 & AUDIONISUAL CABLING WITH 'J-HOOK' SUPPORTS o
EXISTING SURFACE RACENAY —\ EXISTING SURFACE RACENAY —\ EXISTING SURFACE RACENAY —\ EXISTING SURFACE RACENAY —\ %&%GaiﬁAmggygm@&omm EI%T?IJIIL
SEE DETAIL D/ET-5.2.
\ \ \ \ CONSULTANT
| x2 x2 x2 x2 x2 x2 tz x2 x2 x2 x2 tz |
I CLASSROOM 35 CLASSROOM 36 CLASSROOM 37/ CLASSROOM 38 I
| ® ® ® ® | APPROVALS
| ®” ®° ®” ® |
l AV2 e p{avi]. AV2 e p{avi] AV2 e p{avi] AV2 e p{avi]: l
®- ®- ®- i ®-
; ; ; DESCRIPTION
SEE ABOVE FOR - - : ;
CONTINJATION I I I I
| / ® ® ® ® | PORTABLE
| A 9 03 e | 29-38 SIGNAL
7. A 7. 2 R v
g g Lo g s
L L L L L 4 L L 10/26/12
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EXISTING SNITCHBOARD MSA
METER/MAIN SECTION
BUILDING 7

UGPS ‘
2000A

NEMA |

EXISTING SWITCHBOARD MSA!

/ BUILDING T

2000A 206Y/120V 2¢ 4N 42KAIC

| I I |
<;_@ 2000AT ) 200AT ) 225AT ) 200AT ) IBOAT ) 300AT )
+« 2000AF 250AF o 250AF o 250AF o 250AF o 4O00AF o
SDGSE | | 3P | 3P 3P 3P 3P 3P |
TRANSFORMER | | | |
G
| I R i -2 o - L o R o ]
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x < X X X
{1} {1} {1} wl [N}
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PANEL PANEL
IP2I I-rl
BLDG. 3 ON ROOF
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[V
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Z
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EXISTING DISTRIBUTION BOARD DB
/ BUILDING 7
|
| BOOA 208Y/120V 30 4N |
| |
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BOOAE ) 400AT ) ISOAT ) I25AT ) 300AT ) I25AT ) I25AT ) 225AT ) |OOAT ')
3P 400AF o 250AF o 250AF o 400AF o 250AF o 250AF o 250AF o |IOOAF o
! 3P 3P 2P 3P 2P 2P 2P 3P !
| @ |
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% | o <2 @ = O © 5 512 @ @ @
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hd] hd) fe]
EXISTING EXISTING EXISTING EXISTING EXISTING EXISTING EXISTING
PANEL PANEL PANEL PANEL PANEL PANEL PANEL
IP3I IAI lel IP4I IW3I Iwzl IKAI
BLDG. 2 BLDG. | BLDG. T BLDG. 4 BLDG. 5 BLDG. 6 BLDG. 4
3 o 0 0 i R !
a% P ® P O O o
k3 & & = £ 3 &
* x * > * >
s|¥ B 3 5 o|® <|® ol ®
D = 3 = 4B NE B
PANEL PANEL PANEL PANEL PANEL PANEL PANEL
A2 P s’ 6’ "DFI 'DF2’ 'DF3’
BLDG. | BLDG. 1 BLDG. 5 BLDG. 6 BLDG. IDF-| |BLDG. IDF-2| |BLDG. IDF-3
N_ N_ N
(T4

/ll

DO NOT BOND NEUTRAL,

TYPICAL FOR 3

#6 EQUIPMENT

BONDING JMPER,

TYPICAL FOR 3

3/4"-1#4 UFER,
TYPICAL FOR 3
# BC. TO
GROUND ROD,
TYPICAL FOR 3

®» ©@ 6 6

KEYNOTES

18"X18"X6"D NEMA SR PULLBOX. SPLICE EXISTING FEEDER AND EXTEND TO NEA PANEL. SEE

DETAIL B/E-I2.l.

18"X18"X6'D NEMA 4 PULLBOX MOUNTED TO TOP OF EXISTING NALKWAY CANOPY. SEE DETAIL

D/E-123.

PROVIDE CIRCUIT BREAKER OF SIZE INDICATED TO MATCH EXISTING SWITCHBOARD.

PROVIDE ALL NECESSARY HARDWARE INCLUDING SUITABLE LOAD LUGS REQUIRED FOR
COMPLETE INSTALLATION.

REFER TO LOAD CALCULATION ON THIS SHEET.

LOAD CALCULATION FEEDER '|DF-23'

PANEL CONNECTED LOAD (VA
oA B oC
IDFI 4895 2640
IDF2 2640 4845
IDF3 4895 32640
TOTAL PER ¢ 8535 8535 8535
TOTAL: 25605 YA 25605 AT 208V.2¢ = TI1 AMPS
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