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KEYNOTES
(1) SEE DETAIL C/ET-53 FOR CABLE DISTRIBUTION.
(2) SEE DETAIL F/ET-53 FOR LABELING REQUIREMENTS.
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UTILIZE EXISTING PATHAAYS U.ON. FOR INSTALLATION IN WALLS.

@ CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETWORK. PROVIDE NEW CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

@ (1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
PROVIDE NEAN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +8" AFF. SEE DETAIL A/ET-55.
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D Z
— 29
— =3

(%) () PORT CATEGORY 6 DATA QUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR

PROJECTOR MONITORING. PROVIDE NEWN CATEGORY 6 JACK AND CABLE TO IDF. CQN SU H—--H-AN-”-
CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR
MOWNTING PLATE. SEE B/ET-55.

@ PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-5.3 FOR FACEPLATE ¢ LABELING REQUIREMENTS.
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@ AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢

B/ET-55 FOR DETAILS. E @ @ APPROVALS
AUDIO VOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.

SEE ET-54 ¢ AET-55 FOR DETAILS.

@ AV| INTERFACE MOUNTED AT CENTER OF TEACHING NALL AT 48" AFF. PROVIDE EXTRON
2-6AN6 ENB SERIES WALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.
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(9) AUDIOMISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-54 FOR DETALLS. ﬁ BULDING 3
EXISTING PHONE (BOGEN HANDSET), T REMAN,
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BUILDING 2
(2 FROVIDE CONTINJOUS # GROUND FOR ENTIRE LENGTH OF CABLE TRAY SYSTEM, BOND DESCRIPTION
EVERY SECTION AND EVERY GONDUIT. BOND TO T6B IN IDF ROOM,
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@ 12* WIDE X 4'D BASKET TYPE CABLE TRAY MOUNTED ABOVE CEILING GRID. SEE DETAIL

AET52 FOR INSTALLATION. BUILDING 1
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@ CATESORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS.

@ CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR NIRELESS
NETWNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

@ (1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
PROVIDE NEN CATEGORY & JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +I8" AFF. SEE DETAIL A/ET-55.

(%) () PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.

CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR
MOUNTING PLATE. SEE B/ET-55.

@ PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

@ AV!| INTERFACE MOUNTED AT CENTER OF TEACHING NALL AT +8" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES NALL BOX FOR AV INTERFACE. SEE ET-54 & A/ET-55 FOR DETAILS.

@ AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢
B/ET-55 FOR DETAILS.

AUDIO VOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.

SEE ET-54 ¢ AET-55 FOR DETAILS.

@ AUDIONISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETAILS.

EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

@ DATA OUTLET WNITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION NITH WIRELESS ACCESS POINT INSTALLER.

(12) SEE DETAIL F/E-I0. FOR PENETRATION.

@ 12* WIDE X 4'D BASKET TYPE CABLE TRAY MOUNTED ABOVE CEILING 6RID. SEE DETAIL
A/ET5.2 FOR INSTALLATION.

PROVIDE CONTINUOUS #6 GROUND FOR ENTIRE LENGTH OF CABLE TRAY SYSTEM. BOND
EVERY SECTION AND EVERY CONDUIT. BOND TO T&B IN IDF ROOM.

(15 SEE DETAL C/E-l0

GENERAL NOTES (SIENAL)

|. SEE DATA RISER DIAGRAM ON ET-12 AND ET-1.3 FOR CABLING DETAILS.

2. SUPPORT CATEGORY 6 & AUDIONISUAL CABLING NITH 'J-HOOK' SUPPORTS
EVERY 4' KHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT

OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL & LIGHTING.
SEE DETAIL D/ET-52.
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@ CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETHORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

@ (1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
PROVIDE NEW CATEGORY & JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +I&" AFF. SEE DETAIL A/ET-55.
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@ CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. M < :",O_J

UTILIZE EXISTING PATHANAYS UON. FOR INSTALLATION IN WALLS. U _ <_<.I 3 L
AN @ IEN
D Z -
— 29
— >3

(4) () PORT CATESORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PROJECTOR MONITORING. PROVIDE NEN CATESORY 6 JACK AND CABLE TO IDF.
CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR

MOUNTING PLATE. SEE DETAIL B/ET-55. CONSULTANT

@ PROVIDE NEWN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

@ AV INTERFACE MOUNTED AT CENTER OF TEACHING NALL AT 48" AFF. PROVIDE EXTRON
2-6AN6 ENB SERIES WALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.

27
(7) AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-5.4 ¢

B/ET-55 FOR DETAILS.

APPROVALS

SEE ET-54 ¢ AET-55 FOR DETAILS.

olonon
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AUDIO VOLUWE CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF. E

(9) AUDIONISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

@ DATA OUTLET WNITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION WITH WIRELESS ACCESS POINT INSTALLER.

(12 sEE DETAL c/E-l0

%

BUILDING 2

DESCRIPTION
(13) 12° WIDE X 4'D BASKET TYPE CABLE TRAY MOUNTED ABOVE CEILING GRID. SEE DETAIL 24 | 25
AJET5.2 FOR INSTALLATION.

PROVIDE CONTINJOUS #6 GROUND FOR ENTIRE LENGTH OF CABLE TRAY SYSTEM. BOND ﬁ
EVERY SECTION AND EVERY CONDUIT. BOND TO T6B IN IDF ROOM,
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EVERY 4' RHERE CABLES ARE NOT SUPPORTED, ROUTED THROUGH CONDUIT [
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(1) CATESORY 6 DATA OUTLET. PROVIDE NEN CATESORY 6 JACKS AND CABLES TO IDF. l: > <
UTILIZE EXISTING PATHAAYS UON. FOR INSTALLATION IN WALLS. @)
(2) CATESORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETWORK. PROVIDE NEW CATESORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.
(3 () PORT CATEGORY 6 DATA QUTLET DESISNATED FOR FUTURE INTERAGTIVE HITEBOARD. CONSULTANT
PROVIDE NEW CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +18" AFF. SEE DETAIL AJET-55. =
(%) () PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR Kl
PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. E
CONTRACTOR TO COORDINATE EXACT LOCATION NITH CEILING MOUNTED PROJECTOR ra
MOWNTING PLATE. SEE DETAIL B/ET-55.
(5) PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE [ ]
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REGUIREMENTS.
APPROVALS
(6) AVI INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT +8" AFF. PROVIDE EXTRON E @ @
2-6ANG ENB SERIES WALL BOX FOR AVI INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.
(7) AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-5.4 ¢
B/ET-55 FOR DETAILS. ﬁ BUILDING 3
AUDIO VOLIME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.
SEE ET-54 ¢ A/ET-55 FOR DETAILS.
(9) AUDIO/VISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-54 FOR DETAILS. BULDING 2
® DESCRIPTION
(10) EXISTING PHONE (BOGEN HANDSET), TO REMAIN. oa |25
(11) SEE DETAL c/E-l0
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PONER PLAN KEYNOTES SIGNAL PLAN KEYNOTES a
CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. o |
O, e e P Ao P (o1 2 ©. 05 AND EF-8./ FOR ADDITIONAL FORER @ UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS.
(2) CATEGORY 6 DATA OUTLET MOUNTED ON WALL DESISNATED FOR WIRELESS NETAORK. E @ @ APPROVALS
PROVIDE NE CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.
(3) PROVIDE NEW FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REGUIREMENTS. ﬁ s
(4) EXISTING PHONE (BOGEN HANDSET), TO REMAIN.
(5) DATA QUTLET WITHIN HEATHER PROOF ENGLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION WITH WIRELESS ACCESS POINT INSTALLER.
BUILDING 2
(6) SEE D/ET-53 FOR LABELING REGUIREMENTS, DESCRIPTION
(7) SEE F/E-I0) FOR PENETRATION DETALL. il
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PONER PLAN KEYNOTES

MOUNT DOUBLE DUPLEX RECEPTACLE IN CEILING TILE FOR CEILING MOUNTED PROJECTOR
AND AN PONER SUPPLY

G
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PROVIDE RECEPTACLE MOUNTED AT +&" AFF FOR LAPTOP CART. PROVIDE DEDICATED
BRANCH CIRCUIT. USE WIREMOLD 2300 WITH ASSOCIATED CONDUIT TRANSITION FITTINGS.

PROVIDE FURRING AS REQUIRED.
REPLACEMENT

PANEL '9". SEE EXISTING EXISTING

EXISTING EXISTING
DETAIL A/E-122 PANEL 20' PANEL '2I' PANEL '22' PANEL '23'
19-13/5)1 \ 20-13a)3b/5 \ \ \
.—\\\5- / \— /
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2-4jo/li 2240/

SEE RESPECTIVE PANEL SCHEDULE FOR ADDITIONAL WORK AT EXISTING PANEL.
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PROVIDE RECEPTACLE MOUNTED AT +&" AFF FOR FLOOR MOUNTED IDF CONSOLE. PROVIDE
DEDICATED BRANCH CIRCUIT UNLESS OTHERWISE NOTED. USE WIREMOLD 2300 DROP FROM

W—-i CEILING NITH ASSOCIATED CONDUIT TRANSITION FITTINGS. PROVIDE FURRING AS REGUIRED.
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q SIGNAL PLAN KEYNOTES

@ CATEGORY 6 DATA OUTLET. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS.

@ CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
N N N NETWORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.
CLASSROOM 19 CLASSROOM 20 CLASSROOM 21 CLASSROOM 272 CLASSROOM 23

@ (1) PORT CATEGORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
15 o o o PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
% @ é é TEACHING WALL AT +1&" AFF. SEE DETAIL A/ET-55.

L
SPROTTE/ WATSON

ARCHITECTURE ‘ PLANNING

(4) () PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
(D (TYPICA PROJECTOR MONITORING. PROVIDE NEN CATESORY 6 JACK AND CABLE TO IDF.
CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR

m w M THJ | M MOUNTING PLATE. SEE DETAIL B/ET-55.

@ PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
‘ ‘ ‘ BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REQUIREMENTS.
L L I

@ AV INTERFACE MOUNTED AT CENTER OF TEACHING NALL AT +I8" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES NALL BOX FOR AV INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.

@ AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢
B/ET-55 FOR DETAILS.

AUDIO VOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45° AFF.
SEE ET-54 ¢ A/ET-55 FOR DETAILS.

(9) AUDIONISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.
(11) SEE DETAL DFE- I0J.
0 4’ g 16’ 24
——______ S— (12) SEE D/ET-53 FOR LABELING REQUIREMENTS.

(13) SEE DETAIL AET-56 FOR INSTALLATION.

PORTABLE 19-23 - POWER PLAN

GENERAL NOTES
. SEE DATA RISER DIAGRAM ON ET-1.3 FOR CABLING DETAILS.

EL CAJON, CA 92021
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OR CABLE TRAY. MAINTAIN 12" CLEARANCE FROM ELECTRICAL ¢ LIGHTING.
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POWER PLAN KEYNOTES

%%
(1) MOUNT DOVBLE DUPLEX RECEPTACLE IN CEILING TILE FOR CEILING MOUNTED FROJECTOR = ol &
AND A/ PONER SUPPLY ////
2| &
PROVIDE RECEPTACLE MOUNTED AT +8" AFF FOR LAPTOP CART. PROVIDE DEDICATED .
@ BRANCH CIRCUIT. USE NIREMOLD 2300 WITH ASSOCIATED CONDUIT TRANSITION FITTINGS. O — ////
PROVIDE FURRING AS REQUIRED. 7
(3) SEE RESPECTIVE PANEL SCHEDULE FOR ADDITIONAL WORK AT EXISTING PANEL »z /////
' | z| %)
1 1 1 1 1 1 %
PROVIDE RECEPTACLE MOUNTED AT +8* AFF FOR FLOOR MOUNTED IDF CONSOLE, PROVIDE <|
® DEDICATED BRANCH CIRCUIT UNLESS OTHERWISE NOTED. < p % %
7
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PANEL 24 — il 35 |5 %
@li .1@35 — (I._)
oLy SIGNAL PLAN KEYNOTES O
(1) CATESORY 6 DATA OUTLET. FROVIDE NEN CATESORY 6 JACKS AND GABLES TO IDF. o0 -
UTILIZE EXISTING PATHNAYS UON. FOR INSTALLATION IN WALLS. T
CLASSROOM 24 CLASSROOM 25 (2) CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WRELESS n | O
NETWORK. PROVIDE NEA CATESORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52. 0
(3) () PORT CATEGORY 6 DATA QUTLET DESIGNATED FOR FUTURE INTERAGTIVE WHITEBOARD. 0| <
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. : / PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF. LOGATION TO BE AT CENTER OF
J EXTEND EXISTING J \
CIRCUIT AS INDICATED

TEACHING WALL AT +&" AFF. SEE DETAIL A/ET-55.

(4) () PORT CATEGORY 6 DATA QUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.

CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR
MOUNTING PLATE. SEE DETAIL B/ET-55.

@ PROVIDE NEA FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-53 FOR FACEPLATE ¢ LABELING REGUIREMENTS.

@ AV INTERFACE MOUNTED AT CENTER OF TEACHING NALL AT +1&" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES WALL BOX FOR AVI| INTERFACE. SEE ET-5.4 ¢ A/ET-55 FOR DETAILS.

@ AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJIECTOR LOCATION. SEE ET-54 &

0 4’ g8’ 16’ 24 B/ET-55 FOR DETAILS.
| 8; T = AUDIO YOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45" AFF.
/8" = 1"~ SEE ET-5.4 ¢ A/ET-55 FOR DETAILS.
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PORTABLE 24-25 - POWER PLAN (3) AUDIONVISUAL SPEAKER FLUSH IN CEILING TILE. SEE ET-5.4 FOR DETALS. O 8 5
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DATA IN THESE BUILDINGS
i SERVED BY IDF-®
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SIGNAL PLAN KEYNOTES

CATEGORY 6 DATA OUTLET. PROVIDE NEA CATEGORY 6 JACKS AND CABLES TO IDF.
UTILIZE EXISTING PATHAAYS U.ON. FOR INSTALLATION IN WALLS.

CATEGORY 6 DATA OUTLET MOUNTED ABOVE LAY-IN CEILING DESIGNATED FOR WIRELESS
NETHNORK. PROVIDE NEN CATEGORY 6 JACKS AND CABLES TO IDF. SEE DETAIL F/ET-52.

(1) PORT CATESORY 6 DATA OUTLET DESIGNATED FOR FUTURE INTERACTIVE WHITEBOARD.
PROVIDE NEWN CATEGORY 6 JACK AND CABLE TO IDF. LOCATION TO BE AT CENTER OF
TEACHING WALL AT +8" AFF. SEE DETAIL A/ET-55.

(1) PORT CATEGORY 6 DATA OUTLET AT CEILING MOUNTED PROJECTOR DESIGNATED FOR
PROJECTOR MONITORING. PROVIDE NEN CATEGORY 6 JACK AND CABLE TO IDF.
CONTRACTOR TO COORDINATE EXACT LOCATION WITH CEILING MOUNTED PROJECTOR
MOUNTING PLATE. SEE DETAIL B/ET-55.

PROVIDE NEN FACEPLATES, DEVICE BRACKETS (SURFACE RACENAY) AND OR DEVICE
BOXES. SEE DETAIL A/B/ET-5.3 FOR FACEPLATE ¢ LABELING REQUIREMENTS.

AV INTERFACE MOUNTED AT CENTER OF TEACHING WALL AT +8" AFF. PROVIDE EXTRON
2-6ANG ENB SERIES WALL BOX FOR AV INTERFACE. SEE ET-54 ¢ A/ET-55 FOR DETAILS.

AUDIONISUAL FLYING LEADS AT CEILING MOUNTED PROJECTOR LOCATION. SEE ET-54 ¢
B/ET-55 FOR DETAILS.

AJDIO YOLUME CONTROL OUTLET MOUNTED AT TEACHER'S STATION LOCATION AT +45* AFF.
SEE ET-54 ¢ A/ET-55 FOR DETAILS.

AUDIONIVAL SPEAKER FLUSH IN CEILING TILE. SEE ET-54 FOR DETAILS.
EXISTING PHONE (BOGEN HANDSET), TO REMAIN.

DATA OUTLET WITHIN NEATHER PROOF ENCLOSURE FOR EXTERIOR WIRELESS ACCESS POINT.
COORDINATE MOUNTING HEIGHT/LOCATION WITH WIRELESS ACCESS POINT INSTALLER.

SEE D/ET-53 FOR LABELING REQUIREMENTS.
SEE DETAIL A/ET-56 FOR INSTALLATION.
SEE DETAIL D/E-IO..

(15 SsEE DETALL ¢/E-l0..
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